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1. Introduction

1.1. System Purpose

This Chain-C input/output listing contains the hardwired addresses for the Allen Bradley Control Logix PLC
Thislisting will be utilized for software design and development of the Personnel Safety System (PSS).

1.2. Definitions, acronyms, and abbreviations

The following are some of the frequently appearing or unique acronyms used in this document.
Thislist is provided as a quick reference for the reader’ s convenience.

ACIS  Access Control Interlock System

APS  Advanced Photon Source

ASD  Accelerator Systems Division

BLEPS BeamLine Equipment Protection System
CPU  Central Processing Unit

C&C Command and Control

DIW  Delonized Water

DOE Department Of Energy

EPICS Experimental Physics and Indudrial Control System
EPS Equipment Protection System

ES&H Environment, Safety & Health Manual
ESD Emergency Shut Down

FEEPS Front End Equipment Protection System
FOE  First Optics Enclosure

1/0 Input Output

10C Input Output Controller (data collection for BPICS)
LAN  Local AreaNetwork

ol Operator Interface

PSS Personnel Safety System

PLC(s) Programmable Logic Controller(es)
PMD  Programmable Message Display

SAD  Safety Assessment Document

SDD  Software Design Document

SYRS  System Requirements Specification
TBD  To Be Defined/Decided

VME VersaModule Eurocard

XFD  Experimental Facilities Division
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1.3. References

Government Documents

The following documents of the exact issue shown form a part of this specification to the extent specified herein.

In the event of conflict between the documents referenced herein and the contents of this specification, the contents of
this specification shall be considered a superseding requirement.

Department of Energy (DOE) ORDER 420.2A, 01-08-01

Accelerator Safety Implementation Guide for DOE O 420.2A, Draft, August 2001
DOE ORDER 5480.25, 11-3-92

DOE GUIDANCE 5480.25, September 1, 1993

DOE ORDER and GUIDANCE 5480.25 are included because they were in effect and referenced when the Safety
Assessment Document (SAD) was originally written; it has been superseded by DOE ORDER 420.2, which has been
superseded by DOE ORDER 420.2A. DOE ORDER 420.2(A) essentially made the approved SAD the effective regulatory
document.

Copies of specifications, standards, drawings and publications required by suppliersin connection with specified
procurement functions should be obtained from the contracting agency or as directed by the contracting office.

Non-Government Documents

The following documents of the exact issue shown form a part of this specification to the extent specified herein. Inthe
event of conflict between the documents referenced herein and the contents of this specification, the contents of this
specification shall be considered a superseding requirement.

Environment Safety & Health Manual, Section 5.16 (ES&H 5.16) April 25, 2003, Argonne National Laboratory.

APS Safety Assessment Document (SAD), Rev 1, May 1999, Argonne National Laboratory, Argonne, IL.

Compliance with the following required by SAD:

Stanford Linear Accelerator Center Report 327 (SLAC 327), April 1988, Stanford Linear Accelerator Center, Menlo Park,
CA.

National Council on Radiation Protection Report No. 88 (NCRP 88), Issued 30 December 1986, National Council on
Radiation Protection.

Technical society and technical association specifications and standards are generally available for reference from
libraries. They are also distributed among technical groups and using Federal Agencies.
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1.4. Revison Record

Revision | Dated Comments

-00 03/05/04 | Create Document
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1.5. Notes & Exceptions

All Input Signals are High True unless otherwise noted.
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2. Mezzanine- 1756-L 61 CPU Module - (L ocal Rack — Slot-00 of 09)
3. Mezzanine- 1756-ENBT Ethernet Module - (L ocal Rack — Slot-01 of 09)
4. Mezzanine - SST-PFB-CL X Profibus Module - (Local Rack — Slot-02 of 09)

5. Mezzanine- 1756-CNB Control-Net Module - (Local Rack — Slot-03 of 09)
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6. Mezzanine- 1756-1B32 Input Module - (L ocal Rack — Slot-04 of 09)

I -00
I-01
I-02
I -03
| -04
| -05
| -06
| -07
| -08
I -09
I-10
I-11
1-12
I-13
I -14
I -15
I -16
I-17
I -18
1-19
I-20
I-21
| -22
I -23
| -24
I -25
I -26
I -27
| -28
I-29
I -30
I-31

ACI S d oball Online
ACI S FE Shutter
FEEPS FE Shutter Permt
FEEPS PS1 Open Request

Perm t

FE Shutter Disable Confirm (<3 psi)Low True=0
FE Shutter Press Sufficient for Oper (>60 psi)
SPARE

SPARE

SPARE

Chai n-C 24Vvdc Field Power Supply Active/ Ok

Chai n- C 24Vdc Strobe & Lock Power
Chai n-C 24Vdc HM Power
SPARE

SPARE

SPARE

SPARE

Any Test Connector
SPARE
Tunnel
Mezz Test Connector
Station-A Test
Station-B Test
Station-C Test
Station-D Test
Station-E Test
Station-F Test
Station-G Test
Station-H Test
SPARE

SPARE

SPARE

SPARE

Supply Active/ Ck
Supply Activel/ Ok

Box Open
Test Connector Box Open
Box Open
Connect or Box Open
Connect or Box Open
Connect or Box Open
Connect or Box Open
Connect or Box Open
Connect or Box Open
Connect or Box Open
Connect or Box Open

| C_ACI S_GLBONLN

| C_ACl S_FEPERM T

| C_FEEPS_FEPERM T

| C_FEEPS_PS10OPEN

| C_SHVAN LT_3_PSI

| C_SHVAN_GT_60_PSI

1 C_XOO0KKKK

I C_XOOXXKKKXKKK

1 C_XOOKKKKK

| C_MEZZ_DC_POVER

| C_STROBE_LK_DC_POWER
| C_HVI _DC_POWER

1 C_XOO0KKKK

I C_XOOXXKKKXKKK

I C_XOOKKKKKK

1 C_XOO0KKKK

| C_ANY_TEST_BOX_OPEN

I C_XOOKKKKKK

| C_TUNL_TEST_BOX_OPEN
| C_MEZZ_TEST_BOX_OPEN
| C_STA_A_TEST_BOX_OPEN
| C_STA_B_TEST_BOX_OPEN
| C_STA_C_TEST_BOX_OPEN
I C_XOOKKKKKK

1 C_XOO0KKKK

I C_XOOXXKKKXKKK

I C_XOOKKKKKK

1 C_XOO0KKKK

I C_XOKKKKXKKK

I C_XOOKKKKKK

1 C_XOO0KKKK

I C_XOKKKKXKKK
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7. Mezzanine- 1756-OB16D Output Module - (Local Rack — Slot-05 of 09)

O 00 FES PS1 Open Command OC_PS1_OPEN_CMD

O 01 FES PS2 Open Command OC _PS2_OPEN_CMD

O 02 FES SS1 Open Commend OC_SS1_OPEN_CMD

O 03 FES SS2 Open Command OC_SS2_OPEN_CMD

O 04 SPARE (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 05 SPARE OC_ XXXXXXKIKXKXXXXK
O 06 SPARE OC_ XXXXXXXXXXKXXXXX
O 07 SPARE (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 08 Chain-C Fault Present(To ESD-A To Abort Searching Seq) OC FAULT TO ESD A
O 09 SPARE OC_ XXXXXXXXXXKXXXXX
O 10 SPARE (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 11 SPARE OC_ XXXXXXKIKXKXXXXK
O 12 SPARE OC_ XXXXXXXXXXXXXXXK
O 13 SPARE (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 14 SPARE OC_ XXXXXXKIKXKXXXXK

O 15 SPARE OC_ XHXXXAXXXXXAKXXKXX
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8. Mezzanine - Spare Slot - (Local Rack — Slot-06 of 09)
9. Mezzanine - Spare Slot - (Local Rack — Slot-07 of 09)
10. Mezzanine - Spare Slot - (Local Rack — Sot-08 of 09)

11. Mezzanine - Spare Slot - (Local Rack — Sot-09 of 09)
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12. Station-A - 1756-CNB Control Net Module (Remote I/0O Rack-01 Slot-00 of 09)
13. Station-A - 1756-1B32 Input Module - (Remote 1/0 Rack-01 Slot-01 of 09)

I-00 Station-A User Key Enabl ed | C_STA_A USER KEY
1-01 Station-A APS Key Enabl ed | C_ STA_A APS KEY

|-02 Mnor/Wrning Reset Key Switch | C_STA A M NOR_KEY
I1-03 Major/ Serious Reset Key Switch | C_STA A MAJOR _KEY
| -04 SPARE (NOID9.0.0.0.9.9.9.0.9.9.9.0.9.9.4
| -05 SPARE I C_ XXXXXXXXXXXXXXXK
|-06 SPARE I C_ XXXXXXIXXXXKXXX
| -07 SPARE (NOID9.0.0.0.9.9.9.0.9.9.9.0.9.9.4
| -08 SPARE I C_ XXXXXXXXXXXXXXXK
I-09 SPARE I C_ XXXXXXIXXXXKXXX
I-10 SPARE I C_ XXXOXXXXXXXXKXXXK
I-11 SPARE I C_ XXXXXXXXXXXXXXX
1-12 SPARE I C_ XXXXXXIXXXXKXXX
I-13 SPARE I C_ XXXOXXXXXXXXKXXXK
|-14 SPARE I C_ XXXXXXXXXXXXXXX
I-15 SPARE I C_ XXXXXXIXXXXKXXX
|-16 Shutter 1 BLEPS Pernit- RESERVED I C_ XXXOXXXXXXXXKXXXK
|-17 Shutter 2 BLEPS Pernit- RESERVED I C_ XXXXXXXXXXXKXXX
I-18 Shutter 3 BLEPS Permt- RESERVED I C_ XXXXXXIXXXXKXXX
1-19 Shutter 1 Press OK to Oper(>60 psi From ESD-A)- RESVD | C_XXXXXXXXXXXXXXX
I1-20 Shutter 2 Press OK to Oper(>60 psi From ESD- A) - RESVD | C_XXXXXXXXXXXXXXX
I-21 Shutter 3 Press OK to Oper(>60 psi From ESD-A)- RESVD | C_XXXXXXXXXXXXXXX
1-22 Shutter 1 Press OK to Oper(>60 psi From ESD- B)- RESVD | C_XXXXXXXXXXXXXXX
1-23 Shutter 2 Press OK to Oper(>60 psi From ESD B) - RESVD | C_XXXXXXXXXXXXXXX
|-24 Shutter 3 Press OK to Oper(>60 psi From ESD- B)-RESVD | C_XXXXXXXXXXXXXXX
| -25 SPARE I C_ XXXOXXXXXXXXKXXXK
| -26 SPARE I C_ XXXXXXXXXXXXXXXK
| -27 SPARE I C_ XXXXXXIXXXXKXXX
| -28 SPARE I C_ XXXOXXXXXXXXKXXXK
| -29 SPARE I C_ XXXXXXXXXXXXXXXK
I-30 SPARE I C_ XXXXXXIXXXXKXXX

I-31 SPARE I C_ XXXXXXXKXXKXXXXK
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14. Station-A - 1756-1B32 Input Module - (Remote I/0O Rack-01 Slot-02 of 09)

I -00
I-01
I-02
I -03
| -04
| -05
| -06
| -07
| -08
I -09
I-10
I-11
1-12
I-13
I -14
I -15
I -16
I-17
I -18
1-19
I-20
I-21
| -22
I -23
| -24
I -25
I -26
I -27
| -28
I-29
I -30
I-31

A

> >»>» >» >» >» >» > > > > > > >>r > >>> >>r>r>>r> > > > > > >

Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door

1 Enmergency Egress

Open Button

Cl ose Button

Locked Sensor

Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor

Enmer gency Egress

Open Button

Cl ose Button

Locked Sensor

Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED
Enmer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor- RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED

0 0O 00 00 N NN NOo o oo O oo o DD DWW WWDNDNDDNDNMNDNDNDNDP PP

| C_STA_A_DRL_EGRESS
| C_STA_A DR1_OPENPB
| C_STA_A_DR1_CLOSEPB
| C_STA_A_DRL_LOCKED
I C_XOOXXKKKXKKK
1 C_XOOKKKKK
1 C_XOO0KKKK
| C_STA_A_DR2_LOCKED
| C_STA_A_DR3_EGRESS
| C_STA_A_DR3_OPENPB
| C_STA_A DR3_CLOSEPB
| C_STA_A_DR3_LOCKED
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOKKKKXKKK
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15. Station-A - 1756-OB16D Output Module - (Remote /0 Rack-01 — Slot-03 of 09)

O 00 A Enclosure: Key dick Audible OC_STA A KEYCLI CK

O 01 A Enclosure: Key Error Audible OC_STA A ERRORBUZ

O 02 SPARE OC_ XXXXXXKIKXKXXXXK
O 03 SPARE OC_ XXXXXXXXXXKXXXXX
004 A APS Enabled (To ESD-A & ESD- B) OC_STA A APS TOAB

O 05 SPARE OC_ XXXXXXKIKXKXXXXK
O 06 SPARE OC_ XXXXXXXXXXKXXXXX
O 07 SPARE (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 08 Mode Shutter 1 Reset (To ESD A&B/ BLEPS) - RESERVED OC_ XXXXXXKIKXKXXXXK
009 Mode Shutter 1 Modde (To ESD A&B/ BLEPS) - RESERVED OC_ XXXXXXXXXXKXXXXX
O 10 Mode Shutter 2 Reset (To ESD A&B/ BLEPS) - RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
011 Mode Shutter 2 Mdde (To ESD A&B/ BLEPS) - RESERVED OC_ XXXXXXKIKXKXXXXK
O 12 SPARE OC_ XXXXXXXXXXXXXXXK
O 13 Shutter 01 Status (To BLEPS)- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 14 Shutter 02 Status (To BLEPS)- RESERVED OC_ XXXXXXKIKXKXXXXK

O- 15 Shutter 03 Status (To BLEPS)- RESERVED OC_ XHXXXAXXXXXAKXXKXX
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16. Station-A - 1756-OB16D Output Module - (Remote /0 Rack-01 — Slot-04 of 09)

O 00 A Door 1 Open Command OC_STA_A DR1_OP_CMD
O 01 A Door 1 Close Comuand OC_STA A DR1_CL_CMD
O 02 A Door 1 Lock Command OC STA A DR1_LK CMD
003 A Door 1 Cl osed/ Open G n/Red LED OC_STA A DR1_CL_PL
O 04 A Door 1 Locked/Unlocked G n/Red LED OC_STA A DR1_LK PL
O 05 A Door 1 Key Error Audible OC_STA A DR1_ERROR
006 A Door 1 Key dick Audible OC_STA_A DR1_CLICK
O 07 A Door 2 Open Command- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 08 A Door 2 Close Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
009 A Door 2 Lock Command OC_STA_A DR2_LK CMD
O 10 A Door 2 C osed/ Open G n/ Red LED- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 11 A Door 2 Locked/ Unl ocked G n/ Red LED- RESERVED (06D 9.0.0.9.0.9.9.9.0.0.9.0.9.0.4
O 12 A Door 2 Key Error Audi bl e- RESERVED OC_ XXXXXXXXXXXXXXXK
O 13 A Door 2 Key Cick Audibl e- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 14 SPARE OC_ XXXXXXHKXXHKXXXXX
O 15 SPARE OC_ XXXXXXXXXXXXXXX
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17. Station-A - 1756-OB16D Output Module - (Remote /0 Rack-01 — Slot-05 of 09)

000 A Door 3 Open Command OC_STA_A DR3_OP_CMD
O 01 A Door 3 Close Commuand OC_STA A DR3_CL_CMD
O 02 A Door 3 Lock Command OC_STA A DR3_LK CMD
003 A Door 3 C osed/ Open G n/Red LED OC_STA_A DR3_CL_PL
O 04 A Door 3 Locked/ Unl ocked Grn/Red LED OC_STA A DR3_LK PL
O 05 A Door 3 Key Error Audible OC_STA A DR3_ERROR
O 06 A Door 3 Key Cick Audible OC_STA_A DR3_CLI CK
O 07 A Door 4 Open Command- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 08 A Door 4 Close Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
009 A Door 4 Lock Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 10 A Door 4 C osed/ Open G n/ Red LED- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 11 A Door 4 Locked/ Unl ocked G n/ Red LED- RESERVED (06D 9.0.0.9.0.9.9.9.0.0.9.0.9.0.4
O 12 A Door 4 Key Error Audi bl e- RESERVED OC_ XXXXXXXXXXXXXXXK
O 13 A Door 4 Key Cick Audibl e- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 14 SPARE OC_ XXXXXXHKXXHKXXXXX
O 15 SPARE OC_ XXXXXXXXXXXXXXX
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18. Station-A - 1756-OB16D Output Module - (Remote /0 Rack-01 — Slot-06 of 09)

O 00 Shutter 1 MS1/SS1 Open Conmand- RESERVED OC_ XXXXXXXXXXKXXXXX
O 01 Shutter 1 MS2/SS2 Open Conmand- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 02 Shutter 1 PS Open Command- RESERVED (06D 9.9.0.9.0.9.9.9.9.0.9.0.9.0.4
O 03 Shutter 1 SS Open Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 04 Shutter 2 MsS1/SS1 Open Conmand- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 05 Shutter 2 MsS2/SS2 Open Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 06 Shutter 2 PS Open Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 07 Shutter 2 SS Open Command- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 08 Shutter 3 MsS1l/SS1 Open Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 09 Shutter 3 MS2/SS2 Open Conmand- RESERVED OC_ XXXXXXXXXXKXXXXX
O 10 Shutter 3 PS Open Command- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 11 Shutter 3 SS Open Command- RESERVED (06D 9.0.0.9.0.9.9.9.0.0.9.0.9.0.4
O 12 SPARE OC_ XXXXXXXXXXXXXXXK
O 13 SPARE (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 14 SPARE OC_ XXXXXXKIKXKXXXXK

O 15 SPARE OC_ XHXXXAXXXXXAKXXKXX
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19. Station-A - 1756-1B32 Input Module - (Remote I/0O Rack-01 Slot-07 of 09)

I -00
I-01
I-02
I -03
| -04
| -05
| -06
| -07
| -08
I -09
I-10
I-11
1-12
I-13
I -14
I -15
I -16
I-17
I -18
1-19
I-20
I-21
| -22
I -23
| -24
I -25
I -26
I -27
| -28
I-29
I -30
I-31

Mbode
Mbde
Mbde
Mode
Mbde
Mbde
Mode
Mbde
Mbde
Mode
Mbde
Mbde
Mbode
Mbde
Mbde
Mbode
Mbde
Mbde
Mbode
Mbde
Mbde
Mbode
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE

Shutter 1 MS1 Panel Kirk Key- RESERVED

Shutter M52 Panel Kirk Key- RESERVED
Shut ter PS Panel Kirk Key- RESERVED
Shutter SS Panel Kirk Key- RESERVED
Shutter M51 Device Kirk Key- RESERVED
Shut ter MS2 Device Kirk Key- RESERVED

Shut t er
Shutter
Shutter
Shut t er
Shutter
Shutter
Shut t er
Shutter
Shutter
Shut t er
Shutter
Shutter
Shut t er
Shutter
Shut t er
Shut t er

PS Devi ce Kirk Key- RESERVED

SS Device Kirk Key- RESERVED

Mono Mbde Push Butt on- RESERVED
NonMono Mbde Push Butt on- RESERVED
APS Mode Reset Key- RESERVED

MS1 Panel Kirk Key- RESERVED

M52 Panel Kirk Key- RESERVED

PS Panel Kirk Key- RESERVED

SS Panel Kirk Key- RESERVED

MS1 Device Kirk Key- RESERVED

M52 Device Kirk Key- RESERVED

PS Devi ce Kirk Key-RESERVED

SS Device Kirk Key- RESERVED

Mono Mbde Push Butt on- RESERVED
NonMbno Mbde Push Butt on- RESERVED
APS Mbde Reset Key- RESERVED

N NN NMNMNNNDNMNNNERRPRPRERPPRERPRE R P PR

I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXXXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
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20. Station-A - 1756-OB16D Output Module - (Remote /0 Rack-01 — Slot-08 of 09)

000 A Door 5 Open Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 01 A Door 5 C ose Conmand- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O- 02 A Door 5 Lock Command- RESERVED OC_ XXXXXXKIKXKXXXXK
O 03 A Door 5 C osed/ Open G n/ Red LED- RESERVED OC_ XXXXXXXXXXKXXXXX
O 04 A Door 5 Locked/ Unl ocked G n/ Red LED- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 05 A Door 5 Key Error Audi bl e- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 06 A Door 5 Key dick Audibl e- RESERVED OC_ XXXXXXXXXXKXXXXX
O 07 A Door 6 Open Command- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 08 A Door 6 Close Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 09- A Door 6 Lock Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 10 A Door 6 C osed/ Open G n/ Red LED- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 11 A Door 6 Locked/ Unl ocked G n/ Red LED- RESERVED (06D 9.0.0.9.0.9.9.9.0.0.9.0.9.0.4
O 12 A Door 6 Key Error Audi bl e- RESERVED OC_ XXXXXXXXXXXXXXXK
O 13 A Door 6 Key Cick Audibl e- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 14 SPARE OC_ XXXXXXKIKXKXXXXK
O 15 SPARE OC_ XXXXXXXXXXXXXXX
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21. Station-A - 1756-OB16D Output Module - (Remote 1/0 Rack-01 — Slot-09 of 09)

000 A Door 7 Open Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 01 A Door 7 Close Conmmand- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O- 02 A Door 7 Lock Command- RESERVED OC_ XXXXXXKIKXKXXXXK
O 03 A Door 7 C osed/ Open G n/Red LED- RESERVED OC_ XXXXXXXXXXKXXXXX
O 04 A Door 7 Locked/ Unl ocked G n/ Red LED- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 05 A Door 7 Key Error Audi bl e- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 06 A Door 7 Key dick Audibl e- RESERVED OC_ XXXXXXXXXXKXXXXX
O 07 A Door 8 Open Command- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 08 A Door 8 Close Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
009 A Door 8 Lock Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 10 A Door 8 C osed/ Open G n/ Red LED- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 11 A Door 8 Locked/ Unl ocked G n/ Red LED- RESERVED (06D 9.0.0.9.0.9.9.9.0.0.9.0.9.0.4
O 12 A Door 8 Key Error Audi bl e- RESERVED OC_ XXXXXXXXXXXXXXXK
O 13 A Door 8 Key Cick Audi bl e- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 14 SPARE OC_ XXXXXXKIKXKXXXXK
O 15 SPARE OC_ XXXXXXXXXXXXXXX
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22. Station-B - 1756-CNB Control Net M odule (Remote 1/0 Rack-02 Slot-00 of 09)
23. Station-B - 1756-1B32 Input M odule - (Remote |/O Rack-02 Slot-01 of 09)

I-00 Station-B User Key Enabl ed | C_STA B USER KEY
1-01 Station-B APS Key Enabl ed | C_ STA B _APS KEY

1-02 M nor/Wrning Reset Key Swi tch- RESERVED [NOID.9,.0.9.0.9.0.9.0.9.0.9.9.9.9.4
|-03 Major/ Serious Reset Key Switch- RESERVED I C_ XXXXXXIXXXXKXXX
| -04 SPARE (NOID9.0.0.0.9.9.9.0.9.9.9.0.9.9.4
| -05 SPARE I C_ XXXXXXXXXXXXXXXK
|-06 SPARE [HOID ©.9.0.0.0.0.9.0.0.9.0.6.0.0.
| -07 SPARE (NOID9.0.0.0.9.9.9.0.9.9.9.0.9.9.4
| -08 SPARE I C_ XXXXXXXXXXXXXXXK
I-09 SPARE [HOID ©.9.0.0.0.0.9.0.0.9.0.6.0.0.
I-10 SPARE I C_ XXXOXXXXXXXXKXXXK
I-11 SPARE I C_ XXXXXXXXXXXXXXX
1-12 SPARE [HOID ©.9.0.0.0.0.9.0.0.9.0.6.0.0.
I-13 SPARE I C_ XXXOXXXXXXXXKXXXK
|-14 SPARE I C_ XXXXXXXXXXXXXXX
I-15 SPARE [HOID ©.9.0.0.0.0.9.0.0.9.0.6.0.0.
|-16 Shutter 1 BLEPS Pernit- RESERVED I C_ XXXOXXXXXXXXKXXXK
|-17 Shutter 2 BLEPS Pernit- RESERVED I C_ XXXXXXXXXXXKXXX
I-18 Shutter 3 BLEPS Permt- RESERVED I C_ XXXXXXIXXXXKXXX
1-19 Shutter 1 Press OK to Oper(>60 psi From ESD-A)- RESVD | C_XXXXXXXXXXXXXXX
I1-20 Shutter 2 Press OK to Oper(>60 psi From ESD- A) - RESVD | C_XXXXXXXXXXXXXXX
I-21 Shutter 3 Press OK to Oper(>60 psi From ESD-A)- RESVD | C_XXXXXXXXXXXXXXX
1-22 Shutter 1 Press OK to Oper(>60 psi From ESD- B)- RESVD | C_XXXXXXXXXXXXXXX
1-23 Shutter 2 Press OK to Oper(>60 psi From ESD B) - RESVD | C_XXXXXXXXXXXXXXX
|-24 Shutter 3 Press OK to Oper(>60 psi From ESD- B)-RESVD | C_XXXXXXXXXXXXXXX
| -25 SPARE I C_ XXXOXXXXXXXXKXXXK
| -26 SPARE I C_ XXXXXXXXXXXXXXXK
| -27 SPARE [HOID ©.9.0.0.0.0.9.0.0.9.0.6.0.0.
| -28 SPARE I C_ XXXOXXXXXXXXKXXXK
| -29 SPARE I C_ XXXXXXXXXXXXXXXK
I-30 SPARE [HOID ©.9.0.0.0.0.9.0.0.9.0.6.0.0.

I-31 SPARE I C_ XXXXXXXKXXKXXXXK
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24. Station-B - 1756-1B32 Input M odule - (Remote 1/0 Rack-02 Slot-02 of 09)

I -00
I-01
I-02
I -03
| -04
| -05
| -06
| -07
| -08
I -09
I-10
I-11
1-12
I-13
I -14
I -15
I -16
I-17
I -18
1-19
I-20
I-21
| -22
I -23
| -24
I -25
I -26
I -27
| -28
I-29
I -30
I-31

B

Door

B Door

0 0 W 0 0 W 0 0 0 0 0 0 W W 0 0 0 0 0 W W 0 W0 W W0 0 W W W W

Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door

1 Enmergency Egress

Open Button

Cl ose Button

Locked Sensor

Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor

Enmer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor- RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED
Enmer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor- RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED

0 0O 00 00 N NN NOo o oo O oo o DD DWW WWDNDNDDNDNMNDNDNDNDP PP

| C_STA_B_DRL_EGRESS
| C_STA_B_DR1_OPENPB
| C_STA_B_DR1_CLOSEPB
| C_STA_B_DRL_LOCKED
I C_XOOXXKKKXKKK
1 C_XOOKKKKK
1 C_XOO0KKKK
| C_STA_B_DR2_LOCKED
1 C_XOOKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOKKKKXKKK
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25. Station-B - 1756-OB16D Output Module - (Remote I/0 Rack-02 — Slot-03 of 09)

O 00 B Enclosure: Key dick Audible OC_STA B KEYCLI CK

O 01 B Enclosure: Key Error Audible OC_STA B_ERRORBUZ

O 02 SPARE OC_ XXXXXXKIKXKXXXXK
O 03 SPARE OC_ XXXXXXXXXXKXXXXX
004 B APS Enabled (To ESD-A & ESD- B) OC_STA B _APS TOAB

O 05 SPARE OC_ XXXXXXKIKXKXXXXK
O 06 SPARE OC_ XXXXXXXXXXKXXXXX
O 07 SPARE (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 08 Mode Shutter 1 Reset (To ESD A&B/ BLEPS) - RESERVED OC_ XXXXXXKIKXKXXXXK
009 Mode Shutter 1 Modde (To ESD A&B/ BLEPS) - RESERVED OC_ XXXXXXXXXXKXXXXX
O 10 Mode Shutter 2 Reset (To ESD A&B/ BLEPS) - RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
011 Mode Shutter 2 Mdde (To ESD A&B/ BLEPS) - RESERVED OC_ XXXXXXKIKXKXXXXK
O 12 SPARE OC_ XXXXXXXXXXXXXXXK
O 13 Shutter 01 Status (To BLEPS)- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 14 Shutter 02 Status (To BLEPS)- RESERVED OC_ XXXXXXKIKXKXXXXK

O- 15 Shutter 03 Status (To BLEPS)- RESERVED OC_ XHXXXAXXXXXAKXXKXX
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26. Station-B - 1756-OB16D Output Module - (Remote I/0O Rack-02 — Slot-04 of 09)

000 B Door 1 Open Command OC_STA B DR1_OP_CMD
O 01 B Door 1 Cose Comand OC_STA B DR1_CL_CMD
O 02 B Door 1 Lock Command OC _STA B DR1_LK CMD
003 B Door 1 C osed/ Open G n/Red LED OC_STA B DR1_CL_PL
O 04 B Door 1 Locked/Unlocked G n/Red LED OC_STA B DR1_LK PL
O 05 B Door 1 Key Error Audible OC_STA B DR1_ERROR
O 06 B Door 1 Key Cick Audible OC_STA B DR1_CLICK
O 07 B Door 2 Open Command- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 08 B Door 2 Close Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
009 B Door 2 Lock Command OC_STA B DR2_LK _CMD
O 10 B Door 2 C osed/ Open G n/ Red LED- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 11 B Door 2 Locked/ Unl ocked G n/ Red LED- RESERVED (06D 9.0.0.9.0.9.9.9.0.0.9.0.9.0.4
O 12 B Door 2 Key Error Audi bl e- RESERVED OC_ XXXXXXXXXXXXXXXK
O 13 B Door 2 Key Cick Audibl e- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 14 SPARE OC_ XXXXXXHKXXHKXXXXX
O 15 SPARE OC_ XXXXXXXXXXXXXXX
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27. Station-B - 1756-OB16D Output Module - (Remote I/0 Rack-02 — Slot-05 of 09)

O 00
001
O 02
O 03
O 04
O 05
O 06
O 07
O 08
009
010
o 11
012
013
O 14
O 15

B

W 0 0 W 0 0 W W 0 W W W

Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door

B Door
SPARE
SPARE

3 Open Command- RESERVED

Cl ose Command- RESERVED

Lock Command- RESERVED

Cl osed/ Open G n/ Red LED- RESERVED
Locked/ Unl ocked G n/ Red LED- RESERVED
Key Error Audi bl e- RESERVED

Key Click Audi bl e- RESERVED

Open Conmand- RESERVED

Cl ose Command- RESERVED

Lock Commuand- RESERVED

Cl osed/ Open G n/ Red LED- RESERVED
Locked/ Unl ocked Grn/Red LED- RESERVED
Key Error Audi bl e- RESERVED

Key Cick Audi bl e- RESERVED

A A DB DM DM DA OWOWOWWWWW

OC_ XHXXXAXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXAXXKAXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XHXXXAXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XHXXXAXXXXXAKXXKXX
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28. Station-B - 1756-OB16D Output Module - (Remote I/0O Rack-02 — Slot-06 of 09)

O 00 Shutter 1 MS1/SS1 Open Conmand- RESERVED OC_ XXXXXXXXXXKXXXXX
O 01 Shutter 1 MS2/SS2 Open Conmand- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 02 Shutter 1 PS Open Command- RESERVED (06D 9.9.0.9.0.9.9.9.9.0.9.0.9.0.4
O 03 Shutter 1 SS Open Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 04 Shutter 2 MsS1/SS1 Open Conmand- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 05 Shutter 2 MsS2/SS2 Open Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 06 Shutter 2 PS Open Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 07 Shutter 2 SS Open Command- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 08 Shutter 3 MsS1l/SS1 Open Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 09 Shutter 3 MS2/SS2 Open Conmand- RESERVED OC_ XXXXXXXXXXKXXXXX
O 10 Shutter 3 PS Open Command- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 11 Shutter 3 SS Open Command- RESERVED (06D 9.0.0.9.0.9.9.9.0.0.9.0.9.0.4
O 12 SPARE OC_ XXXXXXXXXXXXXXXK
O 13 SPARE (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 14 SPARE OC_ XXXXXXKIKXKXXXXK

O 15 SPARE OC_ XHXXXAXXXXXAKXXKXX
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29. Station-B - 1756-1B32 Input M odule - (Remote 1/0 Rack-02 Slot-07 of 09)

I -00
I-01
I-02
I -03
| -04
| -05
| -06
| -07
| -08
I -09
I-10
I-11
1-12
I-13
I -14
I -15
I -16
I-17
I -18
1-19
I-20
I-21
| -22
I -23
| -24
I -25
I -26
I -27
| -28
I-29
I -30
I-31

Mbode
Mbde
Mbde
Mode
Mbde
Mbde
Mode
Mbde
Mbde
Mode
Mbde
Mbde
Mbode
Mbde
Mbde
Mbode
Mbde
Mbde
Mbode
Mbde
Mbde
Mbode
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE

Shutter 1 MS1 Panel Kirk Key- RESERVED

Shutter M52 Panel Kirk Key- RESERVED
Shut ter PS Panel Kirk Key- RESERVED
Shutter SS Panel Kirk Key- RESERVED
Shutter M51 Device Kirk Key- RESERVED
Shut ter MS2 Device Kirk Key- RESERVED

Shut t er
Shutter
Shutter
Shut t er
Shutter
Shutter
Shut t er
Shutter
Shutter
Shut t er
Shutter
Shutter
Shut t er
Shutter
Shut t er
Shut t er

PS Devi ce Kirk Key- RESERVED

SS Device Kirk Key- RESERVED

Mono Mbde Push Butt on- RESERVED
NonMono Mbde Push Butt on- RESERVED
APS Mode Reset Key- RESERVED

MS1 Panel Kirk Key- RESERVED

M52 Panel Kirk Key- RESERVED

PS Panel Kirk Key- RESERVED

SS Panel Kirk Key- RESERVED

MS1 Device Kirk Key- RESERVED

M52 Device Kirk Key- RESERVED

PS Devi ce Kirk Key-RESERVED

SS Device Kirk Key- RESERVED

Mono Mbde Push Butt on- RESERVED
NonMbno Mbde Push Butt on- RESERVED
APS Mbde Reset Key- RESERVED

N NN NMNMNNNDNMNNNERRPRPRERPPRERPRE R P PR

I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXXXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
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30. Station-B - 1756-OB16D Output Module - (Remote I/O Rack-02 — Slot-08 of 09)

O 00
001
O 02
O 03
O 04
O 05
O 06
O 07
O 08
O 09-
010
o 11
012
013
O 14
O 15

B

0 0 W 0 0 W 0 0 W W W W @

Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door

SPARE
SPARE

5

o O O O O o oo o1 o1 ot o1 o1 gl

Open Conmand- RESERVED

Cl ose Command- RESERVED

Lock Command- RESERVED

Cl osed/ Open G n/ Red LED- RESERVED
Locked/ Unl ocked G n/ Red LED- RESERVED
Key Error Audi bl e- RESERVED

Key Click Audi bl e- RESERVED

Open Conmand- RESERVED

Cl ose Command- RESERVED

Lock Commuand- RESERVED

Cl osed/ Open G n/ Red LED- RESERVED
Locked/ Unl ocked Grn/Red LED- RESERVED
Key Error Audi bl e- RESERVED

Key Cick Audi bl e- RESERVED

OC_ XHXXXAXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXAXXKAXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XHXXXAXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XHXXXAXXXXXAKXXKXX
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31. Station-B - 1756-OB16D Output Module - (Remote |/O Rack-02 — Slot-09 of 09)

O 00
001
O 02
O 03
O 04
O 05
O 06
O 07
O 08
009
010
o 11
012
013
O 14
O 15

B

W 0 0 W 0 0 W W 0 W W W

Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door

B Door
SPARE
SPARE

7

O 0 0 00 0 0 0 N N N N N N

Open Conmand- RESERVED

Cl ose Command- RESERVED

Lock Command- RESERVED

Cl osed/ Open G n/ Red LED- RESERVED
Locked/ Unl ocked G n/ Red LED- RESERVED
Key Error Audi bl e- RESERVED

Key Click Audi bl e- RESERVED

Open Conmand- RESERVED

Cl ose Command- RESERVED

Lock Commuand- RESERVED

Cl osed/ Open G n/ Red LED- RESERVED
Locked/ Unl ocked Grn/Red LED- RESERVED
Key Error Audi bl e- RESERVED

Key Cick Audi bl e- RESERVED

OC_ XHXXXAXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXAXXKAXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XHXXXAXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XHXXXAXXXXXAKXXKXX
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32. Station-C - 1756-CNB Control Net M odule (Remote 1/0 Rack-03 Slot-00 of 09)
33. Station-C - 1756-1B32 Input Module - (Remote 1/0 Rack-03 Slot-01 of 09)

I-00 Station-C User Key Enabl ed | C_STA C USER_KEY
1-01 Station-C APS Key Enabl ed | C_ STA C APS KEY
1-02 M nor/Wrning Reset Key Swi tch- RESERVED [NOID.9,.0.9.0.9.0.9.0.9.0.9.9.9.9.4
|-03 Major/ Serious Reset Key Switch- RESERVED I C_ XXXXXXIXXXXKXXX
| -04 SPARE (NOID9.0.0.0.9.9.9.0.9.9.9.0.9.9.4
| -05 SPARE I C_ XXXXXXXXXXXXXXXK
|-06 SPARE I C_ XXXXXXIXXXXKXXX
| -07 SPARE (NOID9.0.0.0.9.9.9.0.9.9.9.0.9.9.4
| -08 SPARE I C_ XXXXXXXXXXXXXXXK
I-09 SPARE I C_ XXXXXXIXXXXKXXX
I-10 SPARE I C_ XXXOXXXXXXXXKXXXK
I-11 SPARE I C_ XXXXXXXXXXXXXXX
1-12 SPARE I C_ XXXXXXIXXXXKXXX
I-13 SPARE I C_ XXXOXXXXXXXXKXXXK
|-14 SPARE I C_ XXXXXXXXXXXXXXX
I-15 SPARE I C_ XXXXXXIXXXXKXXX
|-16 Shutter 1 BLEPS Pernit- RESERVED I C_ XXXOXXXXXXXXKXXXK
|-17 Shutter 2 BLEPS Pernit- RESERVED I C_ XXXXXXXXXXXKXXX
I-18 Shutter 3 BLEPS Permt- RESERVED I C_ XXXXXXIXXXXKXXX
1-19 Shutter 1 Press OK to Oper(>60 psi From ESD-A)- RESVD | C_XXXXXXXXXXXXXXX
I1-20 Shutter 2 Press OK to Oper(>60 psi From ESD- A) - RESVD | C_XXXXXXXXXXXXXXX
I-21 Shutter 3 Press OK to Oper(>60 psi From ESD-A)- RESVD | C_XXXXXXXXXXXXXXX
1-22 Shutter 1 Press OK to Oper(>60 psi From ESD- B)- RESVD | C_XXXXXXXXXXXXXXX
1-23 Shutter 2 Press OK to Oper(>60 psi From ESD B) - RESVD | C_XXXXXXXXXXXXXXX
|-24 Shutter 3 Press OK to Oper(>60 psi From ESD- B)-RESVD | C_XXXXXXXXXXXXXXX
| -25 SPARE I C_ XXXOXXXXXXXXKXXXK
| -26 SPARE I C_ XXXXXXXXXXXXXXXK
| -27 SPARE I C_ XXXXXXIXXXXKXXX
| -28 SPARE I C_ XXXOXXXXXXXXKXXXK
| -29 SPARE I C_ XXXXXXXXXXXXXXXK
I-30 SPARE I C_ XXXXXXIXXXXKXXX

I-31 SPARE I C_ XXXXXXXKXXKXXXXK
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34. Station-C - 1756-I1B32 Input Module - (Remote I/O Rack-03 Slot-02 of 09)

I -00
I-01
I-02
I -03
| -04
| -05
| -06
| -07
| -08
I -09
I-10
I-11
1-12
I-13
I -14
I -15
I -16
I-17
I -18
1-19
I-20
I-21
| -22
I -23
| -24
I -25
I -26
I -27
| -28
I-29
I -30
I-31

C

O OO0 000 000000000000 0OO0OO0O0O0OO0O0O0OO0OO0OO0O0

Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door

1 Enmergency Egress

Open Button

Cl ose Button

Locked Sensor

Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor

Enmer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor- RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED
Enmer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor- RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED
Emer gency Egr ess- RESERVED
Open Butt on- RESERVED

Cl ose Button- RESERVED
Locked Sensor - RESERVED

0 0O 00 00 N NN NOo o oo O oo o DD DWW WWDNDNDDNDNMNDNDNDNDP PP

| C_STA_C_DRL_EGRESS
| C_STA_C_DR1_OPENPB
| C_STA_C_DR1_CLOSEPB
| C_STA_C_DRL_LOCKED
I C_XOOXXKKKXKKK
1 C_XOOKKKKK
1 C_XOO0KKKK
| C_STA_C_DR2_LOCKED
1 C_XOOKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOOXXKKKXKKK
I C_XOOKKKKKK
1 C_XOO0KKKK
I C_XOKKKKXKKK




ARGONNE NATIONAL LABORATORY Document No.
4104013001-00015

T . ‘g Rev. | Approved | Date
Title: 30-1D Chain-C Input/Output Listing 00 03/05/2004
Generation-3 Personnel Safety System Page 33 of 39

35. Station-C - 1756-OB16D Output Module - (Remote |/O Rack-03 — Slot-03 of 09)

O 00 C Enclosure: Key dick Audible OC_STA C KEYCLI CK

O 01 C Enclosure: Key Error Audible OC_STA C_ERRORBUZ

O 02 SPARE OC_ XXXXXXHKXHXKXXXXX
O 03 SPARE OC_ XXXXXXXXXXKXXXXX
O- 04 C APS Enabled (To ESD-A & ESD- B) OC STA C APS TOAB

O 05 SPARE OC_ XXXXXXHKXXHKXXXXX
O 06 SPARE OC_ XXXXXXXXXXKXXXXX
O 07 SPARE OC_ XXXXXXXHXHXAKXXXXX
O 08 Mode Shutter 1 Reset (To ESD A&B/ BLEPS) - RESERVED OC_ XXXXXXHKXXHKXXXXX
009 Mode Shutter 1 Modde (To ESD A&B/ BLEPS) - RESERVED OC_ XXXXXXXXXXKXXXXX
O 10 Mode Shutter 2 Reset (To ESD A&B/ BLEPS) - RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 11 Mode Shutter 2 Mode (To ESD A&B/ BLEPS) - RESERVED OC_ XXXXXXHKXXHKXXXXX
O 12 SPARE OC_ XXXXXXXXXXXXXXXK
O 13 Shutter 01 Status (To BLEPS)- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 14 Shutter 02 Status (To BLEPS)- RESERVED OC_ XXXXXXHKXXHKXXXXX

O- 15 Shutter 03 Status (To BLEPS)- RESERVED OC_ XHXXXAXXXXXAKXXKXX
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36. Station-C - 1756-OB16D Output Module - (Remote |/O Rack-03 — Slot-04 of 09)

000 C Door 1 Open Command OC_STA_C DR1_OP_CMD
O 01 C Door 1 Cose Comuand OC_STA C DR1_CL_CMD
O 02 C Door 1 Lock Conmmand OC _STA C DR1_LK CMD
003 C Door 1 C osed/ Open G n/Red LED OC_STA C DR1_CL_PL
O 04 C Door 1 Locked/Unlocked G n/Red LED OC_STA C DR1_LK PL
O 05 C Door 1 Key Error Audible OC_STA C DR1_ERROR
O 06 C Door 1 Key dick Audible OC_STA C DR1_CLICK
O 07 C Door 2 Open Command- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 08 C Door 2 Close Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
009 C Door 2 Lock Command OC_STA _C DR2_LK _CMD
O 10 C Door 2 C osed/ Open G n/ Red LED- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 11 C Door 2 Locked/ Unl ocked G n/ Red LED- RESERVED (06D 9.0.0.9.0.9.9.9.0.0.9.0.9.0.4
O 12 C Door 2 Key Error Audi bl e- RESERVED OC_ XXXXXXXXXXXXXXXK
O 13 C Door 2 Key Cick Audibl e- RESERVED OC_ XXXXXXXHXHXAKXXXXX
O 14 SPARE OC_ XXXXXXHKXXHKXXXXX
O 15 SPARE OC_ XXXXXXXXXXXXXXX
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37. Station-C - 1756-OB16D Output Module - (Remote |/O Rack-03 — Slot-05 of 09)

O 00
001
O 02
O 03
O 04
O 05
O 06
O 07
O 08
009
010
o 11
012
013
O 14
O 15

C Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
Door
SPARE
SPARE

O OO0 000000000

3 Open Command- RESERVED

Cl ose Command- RESERVED

Lock Command- RESERVED

Cl osed/ Open G n/ Red LED- RESERVED
Locked/ Unl ocked G n/ Red LED- RESERVED
Key Error Audi bl e- RESERVED

Key Click Audi bl e- RESERVED

Open Conmand- RESERVED

Cl ose Command- RESERVED

Lock Commuand- RESERVED

Cl osed/ Open G n/ Red LED- RESERVED
Locked/ Unl ocked Grn/Red LED- RESERVED
Key Error Audi bl e- RESERVED

Key Cick Audi bl e- RESERVED

A A DB DM DM DA OWOWOWWWWW

OC_ XHXXXAXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXAXXKAXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XXXXXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XHXXXAXXXXXAKXXKXX
OC_ XXXXXXXXXXXXXXX
OC_ XXXXXXKXXAKXXXXX
OC_ XHXXXAXXXXXAKXXKXX
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38. Station-C - 1756-OB16D Output Module - (Remote |/O Rack-03 — Slot-06 of 09)

O 00 Shutter 1 MS1/SS1 Open Conmand- RESERVED OC_ XXXXXXXXXXKXXXXX
O 01 Shutter 1 MS2/SS2 Open Conmand- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 02 Shutter 1 PS Open Command- RESERVED (06D 9.9.0.9.0.9.9.9.9.0.9.0.9.0.4
O 03 Shutter 1 SS Open Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 04 Shutter 2 MsS1/SS1 Open Conmand- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 05 Shutter 2 MsS2/SS2 Open Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 06 Shutter 2 PS Open Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 07 Shutter 2 SS Open Command- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 08 Shutter 3 MsS1l/SS1 Open Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 09 Shutter 3 MS2/SS2 Open Conmand- RESERVED OC_ XXXXXXXXXXKXXXXX
O 10 Shutter 3 PS Open Command- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 11 Shutter 3 SS Open Command- RESERVED (06D 9.0.0.9.0.9.9.9.0.0.9.0.9.0.4
O 12 SPARE OC_ XXXXXXXXXXXXXXXK
O 13 SPARE (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 14 SPARE OC_ XXXXXXKIKXKXXXXK

O 15 SPARE OC_ XHXXXAXXXXXAKXXKXX
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39. Station-C - 1756-I1B32 Input Module - (Remote I/O Rack-03 Slot-07 of 09)

I -00
I-01
I-02
I -03
| -04
| -05
| -06
| -07
| -08
I -09
I-10
I-11
1-12
I-13
I -14
I -15
I -16
I-17
I -18
1-19
I-20
I-21
| -22
I -23
| -24
I -25
I -26
I -27
| -28
I-29
I -30
I-31

Mbode
Mbde
Mbde
Mode
Mbde
Mbde
Mode
Mbde
Mbde
Mode
Mbde
Mbde
Mbode
Mbde
Mbde
Mbode
Mbde
Mbde
Mbode
Mbde
Mbde
Mbode
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE
SPARE

Shutter 1 MS1 Panel Kirk Key- RESERVED

Shutter M52 Panel Kirk Key- RESERVED
Shut ter PS Panel Kirk Key- RESERVED
Shutter SS Panel Kirk Key- RESERVED
Shutter M51 Device Kirk Key- RESERVED
Shut ter MS2 Device Kirk Key- RESERVED

Shut t er
Shutter
Shutter
Shut t er
Shutter
Shutter
Shut t er
Shutter
Shutter
Shut t er
Shutter
Shutter
Shut t er
Shutter
Shut t er
Shut t er

PS Devi ce Kirk Key- RESERVED

SS Device Kirk Key- RESERVED

Mono Mbde Push Butt on- RESERVED
NonMono Mbde Push Butt on- RESERVED
APS Mode Reset Key- RESERVED

MS1 Panel Kirk Key- RESERVED

M52 Panel Kirk Key- RESERVED

PS Panel Kirk Key- RESERVED

SS Panel Kirk Key- RESERVED

MS1 Device Kirk Key- RESERVED

M52 Device Kirk Key- RESERVED

PS Devi ce Kirk Key-RESERVED

SS Device Kirk Key- RESERVED

Mono Mbde Push Butt on- RESERVED
NonMbno Mbde Push Butt on- RESERVED
APS Mbde Reset Key- RESERVED

N NN NMNMNNNDNMNNNERRPRPRERPPRERPRE R P PR

I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXXXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
I C_ XXXXXXXKXXKXXXXK
I C_ XXXXXAXXXXXAKXXXX
I C_ XXXXXXXXXXXXXXX
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40. Station-C - 1756-OB16D Output Module - (Remote |/O Rack-03 — Slot-08 of 09)

000 C Door 5 Open Command- RESERVED OC_ XXXXXXXXXXKXXXXX
001 C Door 5 C ose Conmand- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O- 02 C Door 5 Lock Command- RESERVED OC_ XXXXXXKIKXKXXXXK
003 C Door 5 C osed/ Open G n/ Red LED- RESERVED OC_ XXXXXXXXXXKXXXXX
O 04 C Door 5 Locked/ Unl ocked G n/ Red LED- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 05 C Door 5 Key Error Audi bl e- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 06 C Door 5 Key dick Audi bl e- RESERVED OC_ XXXXXXXXXXKXXXXX
O 07 C Door 6 Open Command- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 08 C Door 6 Close Command- RESERVED OC_ XHXXXHKXXXXXXAKXXK
O 09- C Door 6 Lock Command- RESERVED OC_ XXXXXXXXXXKXXXXX
O 10 C Door 6 C osed/ Open G n/ Red LED- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 11 C Door 6 Locked/ Unl ocked G n/ Red LED- RESERVED (06D 9.0.0.9.0.9.9.9.0.0.9.0.9.0.4
O 12 C Door 6 Key Error Audi bl e- RESERVED OC_ XXXXXXXXXXXXXXXK
O 13 C Door 6 Key dick Audi bl e- RESERVED (0 03D 9.0.9.9.0.0.0.0.9.0.9.0.0.9.4
O 14 SPARE OC_ XXXXXXKIKXKXXXXK
O 15 SPARE OC_ XXXXXXXXXXXXXXX
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41. Station-C - 1756-OB16D Output Module - (Remote |/O Rack-03 — Slot-09 of 09)

O 00
001
O 02
O 03
O 04
O 05
O 06
O 07
O 08
009
010
o 11
012
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